NOTES: 00
LO
@ VERIFY CONNECTION REQUIREMENTS. PROVIDE PROPERLY SIZED SO CORD W/ STRAIN RELIEF AND TWIST LOCK RECEPTACLE. CLEAN ROOM, CONTROL PANEL AND PANEL TB ARE TO BE RELOCATED FROM ANOTHER BUILDING. VERIFY REQUIREMENTS A O g
CORD LENGTH SHALL REACH THE FLOOR PLUS SIX FEET. CONNECT COMPLETE. WITH OWNER. DISCONNECT AND RELOCATE PER OWNER REQUIREMENTS. 0 3
@ 240/20/1 RECEPTACLE FOR EQUIPMENT. VERIFY REQUIREMENTS. CHANGE AS REQUIRED. CONNECT COMPLETE. 3 #3, #8 GND, 1 3"C. (C-\I) -
@ 2 #10, #10 GND, 3"C. @ 4# 3. #8 GND, 2"C. NOTE THAT THE LOAD ON PANEL TB IS 5 KVA. > %
|
p @ PROVIDE 4”X4”X2” JUNCTION BOX W/ 1” CONDUIT BACK TO PANEL INDICATED FOR FUTURE USE. VERIFY LOCATION PRIOR TO CLEAN ROOM INCLUDES A TOTAL OF 12 HEPA AR FILTERS WITH 6 EACH BEING IN EACH SECTION OF THE UNIT. EACH — 9 -~ D
EQUIPMENT SHOWN FOR BIDDING PURPOSES | ROUGH—IN. FAN UNIT INCLUDES A } HP MOTOR. PROVIDE A 15 AMP MOTOR RATED SWITCH FOR EACH UNIT AND CONNECT 3 UNITS cC O
ONLY. FINAL LAYOUT To BE DETERMINED EACH TO EACH HOME RUN JUNCTION BOX INDICATED. VERIFY EXACT LOCATIONS AND CONNECT COMPLETE. qJ > o =
ALL EXITING AND TRAVEL DISTANCES TO BE @ MOUNT TRANSFORMER BOTTOM AT 8'—0" AFF. PROVIDE BRACKET/HARDWARE. REFER TO TRANSFORMER MOUNTING DETAIL. = = O
COORDINATED WITH FINAL LAYOUT PER COORD LOCATION W/ OWNER AND ARCHITECT. PROVIDE POWER AND CONDUITS AS REQUIRED FOR CARD READER SYSTEM. VERIFY REQUIREMENTS AND EXACT LOCATION _Q @) < O
2018 NCBS. EQUIPMENT SHALL NOT W/ OWNER. INSTALL COMPLETE. ‘ Q O Q
OBSTRUCT EXIT PATHS. @ 240/30/1, NON—FUSED DISCONNECT. VERIFY LOCATION. MOUNT AS REQUIRED. Q_ = Z €
. Yy - —
@ 3 #12, #12 GND, 3"C. U)J: . 8
c— () O
15A MOTOR RATED SWITCH. CONNECT COMPLETE. (D — >
@ CONNECT BOILER CONTROL CIRCUIT COMPLETE. © < g
» C Oo g3
3#4, #8 GND, 1°C. D <+
m -
@ FUTURE EQUIPMENT. STOP CIRCUITRY IN JUNCTION BOX IN CEILING SPACE. VERIFY W/ OWNER WHICH UNIT TO CONNECT. < > D = = <
@ PROVIDE HEAVY DUTY WHILE—IN—USE COVER. > 8 8
A
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AS REQUIRED TO CONNECT COMPLETE. VERIFY EXACT LOCATION. DATE ISSUED
o CONNECTION TO EACH PIECE OF EQUIPMENT SHALL BE FROM CEILING 121021DR189400 11.06.2020
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SPACE JUNCTION BOX VIA HARD SERVICE CORD. PROVIDE STRAIN RELIEF

AND PLUG/CONNECTOR AS REQUIRED.

SIZE ALL HARD SERVICE CORD DROPS PER NEC 400.

ALL SO CORD DROPS SHALL MEET ALL OSHA REQUIREMENTS AND ALL
REQUIREMENTS OF NEC 400 TO INCLUDE JUNCTION BOX TYPE, STRAIN RELIEF(S)
AND CORD APPICABLE FOR THE LOCATION TO BE INSTALLED. EACH CORD
SHALL BE TERMINATED WITH A TWIST LOCK RECEPTACLE OR OTHER
DISCONNECTING MEANS AS REQUIRED SPECIFIC FOR EACH PIECE OF EQUIPMENT.

BRITTAIN ENGINEERING, INC.

CONSULTING MECHANICAL AND ELECTRICAL ENGINEERS
PO BOX 939 HICKORY, NC 28603

TEL. (828) 328-1813 FAX. (828) 328-1814
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